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SECTION 8 
 
8.13 INSTALLATION OF VALVE BOXES: 
 
 A valve box shall be provided for every valve.  The valve box shall not transmit shock or 
stress to the valve, and shall be centered and plumb over the wrench nut of the valve, with the 
box cover set to the elevation determined by Denver Water.  It will be the responsibility of the 
Applicant to insure that valve boxes are plumb and raised to the proper elevation. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 




